








 
 
(3) Point of Delivery: 

 
The point of delivery shall be determined by the Company and will be on the front half of the side of the building that is 
nearest the point at which the underground secondary electric supply is available to the property.  The Company will not  
install a service on the opposite side of the building where the underground secondary electric supply is available to the 
property. The point of delivery will only be allowed on the rear of the building by special exception.  The Applicant shall pay  
the estimated full cost of service lateral length required in excess of that which would have been needed to reach the 
Company's designated point of service. 

 

(4) Location of Meter and Socket: 
 

The Applicant shall install a meter socket at the point designated by the Company in accordance with the Company's 
specifications.  Every effort shall be made to locate the meter socket in unobstructed areas in order that the meter can be 
read without going through fences, etc. 

 

(5) Development of Subdivisions: 
 

The above charges are based on reasonably full use of the land being developed.  Where the Company is required to 
construct underground electric facilities through a section or sections of the subdivision or development where service will 
not be required for at least two (2) years, the Company may require a deposit from the Applicant before construction is 
commenced.  This deposit, to guarantee performance, will be based on the estimated total cost of such facilities rather than 
the differential cost.  The amount of the deposit, without interest, in excess of any charges for underground service will be 
returned to the Applicant on a prorata basis at quarterly intervals on the basis of installations to new customers.  Any port ion 
of such deposit remaining unrefunded, after five (5) years from the date the Company is first ready to render service from the 
extension, will be retained by the company. 

 
(6) Relocation or Removal of Existing Facilities: 

 
If the Company is required to relocate or remove existing overhead and/or underground distribution facilities in the 
implementation of these Rules, all costs thereof shall be borne exclusively by the Applicant.  These costs shall include costs 
of relocation or removal, the in-place value (less salvage) of the facilities so removed, and any additional costs due to 
existing landscaping, pavement or unusual conditions. 

 

(7) Other Provisions: 
 

If soil compaction is required by the Applicant at locations where Company trenching is done, an additional charge may be  
added to the charges set forth in this tariff.  The charge will be estimated based on the Applicant's compaction specifications. 

 
 
 

11.04 UNDERGROUND SERVICE LATERALS FROM OVERHEAD ELECTRIC DISTRIBUTION SYSTEMS. 

 
(1) New Underground Service Laterals: 
 

When requested by the Applicant, the Company will install underground service laterals from overhead systems to newly 
constructed residential buildings containing less than five (5) separate dwelling units. 

 
(2) Contribution by Applicant: 

 
(a) The Applicant shall pay the Company the following average differential cost between an overhead service and an 

underground service lateral: 
 

For Service Lateral up to 80 feet .........................................  ................ $ 448.00  

For each foot over 80 feet up to 300 feet ............................  ................ $    1.05 per foot 

Service laterals in excess of 300 feet shall be based on a specific cost estimate. 
 

(b) Credits will be allowed where, by mutual agreement, the Applicant provides trenching and backfilling in accordance 
with the Company specifications and for the use of the Company facilities, in lieu of a portion of the cash payment 
described above.  These credits, based on the Company's design drawings, are as follows: 

 
For each Foot of Trench......................................................  ................ $    2.35 

  The provisions of Paragraphs 11.03(3) and 11.03(4) are also applicable. 
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11.05 UNDERGROUND SERVICE LATERALS REPLACING EXISTING RESIDENTIAL OVERHEAD SERVICES: 
 

Applicability:  
 
When requested by the Applicant, the Company will install underground service laterals from existing overhead lines as 
replacements for existing overhead services to existing residential buildings containing less than five (5) separate dwelling 
units. 

 

Rearrangement of Service Entrance:  
 
The Applicant shall be responsible for any necessary rearranging of his existing electric service entrance facilities to 
accommodate the proposed underground service lateral in accordance with the Company's specifications. 

 

Trenching:   
 
The Applicant shall also provide, at no cost to the Company, a suitable trench and perform the backfilling and any 
landscaping, pavement, or other suitable repairs.  If the Applicant requests the Company to supply the trench or remove 
any additional equipment other than the Service Lateral, the charge to the Applicant for this work shall be based on a 
specific cost estimate.   

 

Contribution by Applicant:   
 
The charge excluding trenching costs shall be as follows: 
 
For Service Lateral ......................................................................................................... $ 321.00 per service 
 
 

 

 

11.06 UNDERGROUND DISTRIBUTION FACILITIES TO MULTIPLE-OCCUPANCY RESIDENTIAL BUILDINGS: 
 

(1) Availability: 
 

Underground electric distribution facilities may be installed within the tract of land upon which multiple-occupancy 
residential buildings containing five (5) or more separate dwelling units will be constructed. 

 

(2) Contribution by Applicant: 
 

There will be no contribution from the Applicant so long as the Company is free to construct the extension in the most 
economical manner, and reasonably full use is made of the tract of land upon which the multiple-occupancy buildings will 
be constructed.  Other conditions will require a contribution from the Applicant. 

 

(3) Responsibility of Applicant: 
 

(a) Furnish details and specifications of the proposed building or complex of buildings.  The Company will use these in 
the design of the electric distribution facilities required to render service. 

 
(b) Where the Company determines that transformers are to be located inside the building, the Applicant shall provide: 

 
i. The vault or vaults necessary for the transformers and the associated equipment, including the ventilation 

equipment. 
 
ii. The necessary raceways or conduit for the Company's supply cables from the vault or vaults to a suitable point 

five (5) feet outside the building in accordance with the Company's plans and specifications. 
 

iii. Conduits underneath all buildings when required for the Company's supply cables.  Such conduits shall extend 
five (5) feet beyond the edge of the buildings for joining to the Company's facilities. 

 
iv. The service entrance conductors and raceways from the Applicant's service equipment to the designated point 

of delivery within the vault. 
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(3) Responsibility of Applicant (Continued): 
 
(c) Where the Company determines that transformers are to be located outside the building, the Applicant shall provide: 
 

i. The transformer enclosure or space for pad-mounted equipment, if required. 
 

ii. The service entrance conductors and raceway from the Applicant’s service equipment to the point of delivery 

designated by the Company at or near the building. 
 

 
(4) Responsibility of the Company:  

 
(a) The Company will: 
 

i. Provide the Applicant with the Company’s plans to supply the proposed building or complex of buildings, and 
specifications for the facilities to be provided by the Applicant. 

 
ii.  Furnish and install the primary or secondary conductors from existing or proposed facilities adjoining the property 

to the point of delivery. 
 

iii. Furnish and install the necessary transformers and associated equipment located either outside the building or in 
the vault(s) within the building. 

 
iv. Be solely responsible for the installation, operation, and maintenance of all of its facilities. 

 
 

(5) Service Voltage: 
 
The Company will supply service at one of the several secondary voltages available as mutually agreed upon between the 
Applicant and the Company. 
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